S. ORLANDO AVE. (U.S. 17-92)

REVISIONS BY
407 DESIGN SEAN
FLOW TEST DATA DOCUMENTS
STATIC: 65 PS UNDERGROUND FIRE SPRINKLER SYSTEM GENERAL NOTES:
RESIDUAL: 60 PSI 1. ALL MATERIAL AND INSTALLATION TO BE IN ACCORDANCE WITH NFPA 24, 2007
LOW- 1185 GPM EDITION, AND LOCAL AUTHORITY.
DATE: 3-25-13 2. ALL JOINTS TO BE RESTRAINED IN ACCORDANCE WITH NFPA 24, 2007 EDITION,
i AND LOCAL AUTHORITY.
TIME: 8:00 AM 3. ALL PIPING TO HAVE A 30" MINIMUM DEPTH OF BURY FROM TOP OF PIPE.
LOCATION: SOUTH APOPKA-VINELAND ROAD 4. ALL PIPING TO BE HYDROSTATICALLY TESTED AND FLUSHED IN ACCORDANCE
BY: ORANGE COUNTY UTILITIES WITH NFPA 24, 2007 EDITION, AND LOCAL AUTHORITY.
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