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Kimley»Horn e
y KHA Project Number: 149490001

3660 Maguire Blvd., Suite 200
Orlando, Florida 32803

Enzian Theater Expansion

Potable Water Demand Determination
(per O.C.U. Standards and Construction Specifications July 2014)

" Sl UNITS| LEVELOF | ERC per | TOTAL GPD GPM
9 / |SERVICEUNIT| UNIT ERCs ADF_| MDF | PHF | ADF | MDF | PHF
LOT 1
Seats 430 1 per Unit 0.067 28.8 10,084 20,167 40,334 7.0 14.0 28.0
. 0 1 per Unit 0.000 0.0 0 0 0 0.0 0.0 0.0
Theater {dinner] 0 1 |perUnit] _ 0.000 0.0 0 0 0 0.0 | 00 | 00
Total 29 10,084 | 20,167 | 40,334 [ 7.0 | 14.0 | 280

ERC is 350 gallons per day
Average Daily Flow (ADF)

Max Daily Flow (MDF) = ADF x 2.0
Peak Hour Flow (PHF) = ADF x 4.0




